
Cable Wire

Butt Splice(IDC) Connector
How to use

Insert the wire leads into connector's holes
Make sure the wires are reached to the 
end of bottom

header of connector down to even position
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Using crimper or pliers and pressing the
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Installation Instructions
1. Plug the 5P signal wires       to the controller terminal block.
2. Connect the cable wire to the signal wires       using the crimp connector      .
3. Fasten the sensing module body to the European profile recessed box.
4. Use the hex bolts to secure the faceplate to the sensing module body and 
    complete the installation.

Signal Wire Kit
Euro Profile
Recessed Box

Sensing Module Body

Screw

Allen Wrench
(Included in package)

Hex Bolt

Faceplate 


